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ABSTRACT 

This report discusses the approach and results of the1n situ. test con
ducted on TMI-2 reactor building electrical components and discrete devices. 
Also included are the necessary presumptions and assumptions to correlate 
observed anomalies to the accident. 
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TESTING AND EXAMINATION OF 

TMI-2 ELECTRICAL COMPONENTS AND DISCRETE DEVICES 


INTRODUCTION 


The proper operation of many electrical components and discrete devices 
was vital to the 1mmed1ate TMI-2 acc1dent recovery and will be to the 10ng
term recovery. Yet many of these components and dev1ces were not designed 
or qualified for th1s purpose. Examples are the reactor coolant pump motors 
that were operated to help stabilize plant conditions during the acc1dent. 
In order to prov1de permissives for the pump startup. the ~orresponding oil 
lift and backstop lube 011 pumps must be in operation and discrete de\lices 
such as oil pressure. flow, and reservoir level switches and cooling water 
flow switches must also function properly. These electrical components and 
discrete devices are non-1E and non-LOCA qualif1ed. 

Examples of Class lE equ1pment that operated during the accident and 
continue to operate are the reactor bul1d'ing a1r;..tool1ng fans and motor
operated and solenoi~ vaives. The fans operate continuously to circulate 
air to cool the reacto;' building. The motor-operated and solenoid valves 
were operated a number of t1mes during the accident recovery and reactor 
build1ng isolation. Except for the four operating reactor building a1r
cooling fans and the reactor bu11ding purge valves~ the condition of most 
of theelectric,al equ1pment and discrete devices in the reactor bullding is 

unknown. 

, TEST APPROACH 

An objective of the Instrument and Electrical Equipment Survivability 
program is to determine survivability to theTMI·2 accident and the condi
tion of the reactor bul1ding electrical, components. placing emphasis on 
Class 1E and lOeA-qualified equipment. To achieve the objective. the ideal 
approach would be to retrieve the components from lhe reactor building and 
subject them to a detailed hands-on testing and examination. However. as a 
result of the acc1dent a large quant1ty of fission products 
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was released to the reactor bu11d1ng, grossly contaminating equipment and 
causing high radiation levels. These conditions make removal of equipment 
and components prohibitive because of extremely high cost and equipment 
inaccessibility. Many pieces of equipment and devices of interest will not 
be accessible until the reactor core is removed and decontaminat10n activi
ties reduce radiation exposures to safe levels. The complet10n of these 
events is presently scheduled for 1985. During the interim, the prolonged 
exposure to the reactor bu1ld1ng environment could cause further damage to 
the equipment and result in the loss of valuable information. To obtain 
maximum data and information on the equipment and to alleviate the poss1ble 
loss of information. an 1n situ test program was developed. 

IN SITU TEST 

An in s1tu test is conducted from outside the reactor bui1.ding. and the 
measurements are normally made at the cabinet where the cable connected to 
the reactor building outer penetration box is terminated. This procedure 
can be changed for accessib1lity or if high radiation levels exist in the 
test area. 

The test program was planned so that initial tests performed on ~qu1p
ment and devices selected would be followed by periodic testing. This will 

, , 

allow monitoring for degradat10n of the device as a function of t1me. Tests 
, . ~, , . , 

were also planned for specific devi,ces, and equipment before and after opera
tions that would alter the devices' environmental operat1ng cond1tions, such 
as decontamination. 

Basically, the test consists of static and dynamic measurements. The 
static test includes measurements of reSistance, capaCitance, inductance, 
insulation resistance, and time domain reflectometry (TOR). The dynamic 
tests include inrush and steady state current measurements, Signal spectral 
content analySis, a~d time response measurements. Static measurements are 
taken on the equipment both in its as is condition and after dynamic tests, 
if dynamic tests are performed. 
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CONDUCT OF TEST 

Indu(tance and capacitance were measured using impedance (LCR) bridge 
Models HP-4261A or -4262A at all available frequencies.. Insulation resis
tance W4S measured using a high resistance meter with a range of 5 x 105 

to 2 x 1016 ohms. 

TOR measurements were made using a Tektronix Model 1502. set to the 
propagation velocity of air when the properties of the cable under test were 
not known. Otherwise the true propagation velocity constant was set on the 
test instrument. If.a suspected fault or anomaly was observed. additional 
measurements were made at a h1gher resolution. 

Dynamic measurements and an~lyses were performed using a digital signal 
analyzer and associated sensing devices. When the electrical noise signal 
was below 10 V aCt data recordings were made using a Honeywell 101 magnetic 
tape recorder. 

One speCial test was the dynamiC test on the Axial Power Shaping Rods 
(APSR). This test attempted to drive the APSRs into their fully inserted 
position using an auxiliary power supply. Acoustic detectors were installed 
on the motor tube of the APSR mechanisms to monitor the mechanical noise 
generated dur~ng rod insertion. This'test complemented other tests con
ducted to estimate the degree of reactor core damage. and also established 
that the APSRs were in a satisfactory position for uncoupling. 

Testing Problems 

Several difficulties were associated with the in situ testing. The 
most predominant was the presence of high electrical noise on the circuit 
under test. The noise levels varied from a low of a few millivolts to a 
high of 70 V. In several instances. the noise interference with the test 
instruments was high enough to preclude obtaining meaningful data. 
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Two other major problems were associated with in situ testing. First 
was the inabl1 ity to dynamically operate or actuate some devices. Without 
actuation, only the components or parts' of the device electrically con
nected to the building outer penetration terminal box can be observed. The 
second major problem was the use of common wires inside the reactor build
ing on parallel connected ciruits. Unless the common wires associated with 
the branch circuits are isolated, resultant data from the circuit under 
test become obscured by branch circuit effect thereby making the data 
interpretation very difficult. 

TEST RESULTS ANALYSIS 

The pre-gross-decontamination in situ testing revealed some very inter
esting resu1t~. They are summarized in Table 1. A description of the com
ponents and devices, tests performed, and results are presented in the 
following paragraphs. 

Pre-Gross-Decontamination Experiment In Situ Test Results 

The first series of in situ tests wa~ conducted in October 1981 before 
the commencement of the reactor building gross-decontamination experiment. 
Fifty-one pieces of equipment and devices were tested during the initial· 
testing. This group was composed of 5 motor-operated valves, 6 motors, 
4 solenoid valves, 11 CRDM stators, 11 CRD position indicators, and 14 on-· 
off switches. Table 2 lists the 51 devices with their corresponding 
locations. 

Level Switches 

AH-LS-5006, -5007, and -5008 ate three Identical GEMS LS-1950 level 
switches. The switches are used for leak detection of the reactor building 
ait'·cooler coils. They furnish a signal for control room annunciation when 
a high level exists on the associated cooler condensate collection tray. 
The circuit has a l25-V dc potential. Figure 1 shows the interconnection 
wiring diagram of the three level switches. 

I 
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TABLE 1. SUMMARY OF PRE-GROSS-DECONTAMINATION IN SITU TEST RESULTS 


de ' TOft Inrush/Holding Insulation Resistance 
Device Test Res btance Trace Current 

ollns Itesu ItsI dent I f Ie at Ion 	 Inductance Capacitance {omsl , Number ~!5!sl ~ 

CRAP 9.1 1I 10~ 	 very high contact AH-lS-5006 CRAP-CRB2A 121>.4 IIIH 	 554 3 NA 
CROlA 9.0 1I 10 	 res Istance • 

CRAP 9 1I 107 	 Device appears good.AH-lS-SOO7 CRAP-CRB3A 84 "H 	 1.30 4 NA 
CRBJA 10 1I 107 

1.81 ItA CRAP 1.6 1I 10~ 	 DeYlce appears good.AH-lS-5008 CRAP-CR84A 81 JlH 	 5 
[1t84A 1.6 1I 10 

3.8 1I 108 Device Is operational. AH-EP-5037 64-11 	 0.5/0.2 64 

74 3.7 x 108 	 Device Is operational.AH-EP-S040 74-8 0.6/0.2 

4 II 108 Device Is operational. AH-«:S-5037 65-66 	 3.9 1I 108 IIA 66 

5.7 II 108 110 response. SettingA/1-«:S-5040 75-76 	 3.1 x 108 ItA 76 
.'ght be Incorrect. 

-OPEII- 11.lt switch is 
tIA IIA stuck closed. SolenoidAH-Y6 14-11 	 4.15 II ID'S 10 0.5/0.5 

15-H 1.28 	 10 ItA 
operated .Ithln design16-H 3.55 	 10

U'I 1I.1t. 

Solenoid operated AK..Y74 64-211 	 1.1/1.1 
.Ithln design 11.lts. 

11'\ 14 IIA 	 COlA 3.4 x 10~ Contact or NM-PS-4174 
CRAP 3.4 II 10 Is fused closed or "-PS-4174 CAP-COlA IIA 	 2.05 

*-PS-4175 Instru.ent Is out of 
c.llbralion. 11'1. 
PS-411S Is In nonaal 
state. 

RC56-PSI 2967A-2967B 132 pH 	 5.02 16 ItA 2967A 6.9 x 10~ Deylce Is In no~1 
29678 ?8 x 10 	 state. In-contal.-ent 

cable has In I~ance 
.I~tch It .Idpolnt. 

RC58-fSI 295!IA-29596 . 11.24 JlF 8.9 x 106 17 ItA 2959A 8.6 1I 106 Deylce Is In the 
29596 2.5 x 106 	 -actuated- stlte with 

no external Influence. 
In-containment cable 
has an IlIIpt!dance
mismatch at midpoint. 

2975-' 1.5 x 106 	 Deylce Is In nonaal ItC59-FSI 297~-29758 139 IIH 	 5.17 18 HA 
29758 1.5 1I 106 	 state. In-contallllllef'lt 

cable has an Impedance 
ml~atch at .Idpolnt. 

-.... .. ..._---"'---	 ._.<-----------
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TABLE 1. (cont1nued) 
-----	 -------------------------------_....

dc IIlR . lll .....sh/Holdin') J:!s·JI.~tiol1 Reslst.!lIct: 
Device Test Res istance TNce Cur'f'nt 

Ident fflcation Pofnt Inductil~ _~Itance (oms) .I!..UlIIber ~lIPs) ~!!:L __ ohms_ ___Result.- . 


R(6f}-lSI 29/90\-29198 131 ..H 5.10 19 . HA 2919A 1.1 x 106 Deyice Is In alar. 

29198 1.1 x 106 	 state. In-contaillAlent 

cable hlS all ll11pedance 
.isaatch at .idpoint. 

j 

RC60-lS1 2982A-29828 	 5.16 £() I , HA 2982A 3.0 1I 106 Deylce Is In alana 
I:ll "" ' 29828 5.2 1I 106 	 state. In-cooUI_t 

cable has an illlpedance 
.is-atch at .Idpotnt. 

RU1-lSl A3YSP-AlYS Short /11\ A1v5P Reset coIl circuIt is 
120 "" AllS 	 open. 

Al'VR-Al~ 9.8 rtf 9.8 x 101 [f ff:U It open 	 A3TVII 4.1 1I loll 
AlYSN 

RC61-YSl 	 UYSP-81YS 1.45 x 106 NA ~Yice is operatIonal. 
'lTVA"l~ 1.1S 1I UP 133/132 

RC61-YS4 	 MYSP-A4YS 25.5 .. -ItA A4VSP 5 1I 101 DeYlce Is operatlooal.~ 
A41S 2.2 x lU9 

AlT.-A4~ 6.6 H 8.5 rtf 1.044 1I UP .180/130 AUVIl 5.0 x IU~
G\ MVSI 6.0 1I 10 

, 'RC-'-lA 	 11·12 6.55 11K 21 21 NA n 2.4 J. 106 AbftorIqll1 high circujt 
TI-rJ 6.52 11K 21 21 NA J2 2.5 J. 10: de resistance 00 -otor 
T2-T] 6.52 11K 21 21 ItA T2 2.4 1I 10 wlndlllgs. CIs <lnd PIs. 
AlOO-AJO'll '8.5 rtf Open 28 ' M UIIICc!!pUb11 low IlIsloI
A3OIO-AlOI2 lJ6 28 IIA I.tlon resistance of 

-otor windIng ,Ircults 
A)OI)-AlOIl 48. 325 28 .NA Illre AJalI h evIdent 11 
AlOU-AlOI2' Opel! .~ llpe!I. 

"JOII-AlOIl 48 rtf ()peol! ItA 
AlOI2-AJOQ 145 NA 

AlGCl-AlI'iC2 104 )0 ItA 

A3RC I-AJRCl 216 29 NA 

~r-AlGP2 122 )0 NA 

AlRPI-AlRP2 195 29 IIA 


RC-'-21 	 fI-ll 6.5 .. 18 31 IIA TI 10' ~Of'...lll htgh 
TI-TJ 6.!i .. 18 itT at 10 kHl 38 31 IIA T1 107 circuit dc reos IstillCe 
T2-T3 6.5 11M 38 31 IIA Tl 10 on -.otor wl"dlll9s. 

' (Is "rId Ph. 
IllOIO-IlOIl nco .M 100 12 IIA "arglnal IIIOtor 

., 10 kHz wInd 1119. In!!.ulatloo 
b.JOllO..8lO12 II.lOO 11M 100 11 NA resIstAnce. 

.t 10 lH.r 

~ 



--------
TABLE 1. (continued ) 

-~---.-- ------~~~-.. 

Ohlct' 
!4efttlf lut10ft 

Tnt 
__~~~t_ !~"'~.! ~lt~L 

de: 
lips Ist..nc:1' 

__(Ol'lrs)_ 

lOR 
Tnt.. 
!'!"!L~ 

IIt"'~lt/lIoldlng 
CUM'1!"lt 

---.J~~ 

InsYlatlon R~sI5t4n<~ 

IIIIre oMs __~£!!~s 

ItC-P-lI 
(COftU.-I' 

I JOIIO-llOIl 

I JOtt-:>JOtl 
IY.,,,-IJOIl 
8lO1l-llQU 

• JltCl-IlRCl 

880.11 
.t Iv "H.l 

'700 .11 
.t 10 ".., 

104 

1M 
10'!1 
10J 

101 

11 

11 

IrA 

IIA 
IIA 
IIA 

IIA 

.:'PI-I.P2 
13GC1-Ix.u 
.lGPl-IlGPl 

68S 
108 
18 

34 
11 
34 

IA 
IA 
IIA 

.... 

I(.....,IA b«t5tGp__ 011..., 

IIolOt" 2-1A-l 

1(....-1. II«\st_ 
1* 011 ,.,. 
IIotor 1-11-1 

ac-p-IA Nct\Ip 
on 11ft .,.., 

11-12 

II-U 

12-U 

11-12 

n-Il 
T2-U 

AI-A2 

11-12 

lJO l1li 
.t 120 liz 
)20_ 
.t 120 liz112 _ 

.t 120 III 

J65 .. 
.t 1 ..., 
III l1li 
.t 1 till 
]S1_ 
.t I tIV 

l.lt ", .t 
10 kill 
1.18 ", .t 
10 lttr 
1.11 fill .t 
10 Ull 

4. Ii ", .t 
10 kill 
4.01 fill .t 
lOll.., 
4.14 ", .t 
10."'" 

26~' ", It 
'20 .., 
~.l.'" at 
120 liz 

10.81 a lOll 

10.46 a 10'" 

IO.M 1I 10J· 

11.e' 

11.r/J 

Ill.Jb 

l.a II 10' 

0.

l6 

J6 

J6 

11 

11 

11 

.ell 

to 

IIA 

." 
IA 

IIA 

IIA 

IA 

IIA 

IIA 

II 

12 

fJ 

T1 

12 

J3 

AI 
Al 
h 

~.I a 1010 

~.l 1I 1010 

~.t ]I 1010 

l.t II 1010 

l.t a '010 

J." 1I 1010 

6.8 1I 1011 
IJpt>ft 

1.1 lI: 101.. 
J.' 1I lOIS 

rile _tOl" ...,..n to 
be good. IMIII.UOft 
Is good INt ..~ be 
dirt..,. 

I__tor ilClPf.ln lo 
be good. 11I5UI.UOlll 
Is good INt ...., be 
o!lrt..,. 

It \"i!r:t IIlgl1 I'fllst!lft(l' 
at tile 'nNturt'. All 
~ circuit ellists on 
tile field wlndlng. 

IC-P-ll b.lctup 
ell IUt..., 
_tor 

AI-AZ 

FI-I2 

5.51 ... 
.t 120 III 
'.W'" 
.t 120 liz 

US 

1lO 

.. I 

u 

IA 

IIA 

Al 
A2 
f2 

~.2 II 

~.2 lI: 

7.S:II 

lOll 
lOll 
lOll 

rhe _tor appt'1r5 
I.,t.el e_cept for tile 
high lrw.ttYre 
rfllshnce. 

CA-'I 11-11 

II-n 
U-lJ 

1-£0 

lO!) .. 

.t 110 III 
~ ... 
It '10 Hz 
lOS ... 
.t Iltt Hr 

).11 _ 
10 kHZ 
).11 _ 
10.Hz
1.11 _ 
10 lUll 

It 

It 

.t 

11.1 

J1.1 

31.1 

IIA 

iI 

12 

IJ 

1 
60 

1.0:11 

1.0 • 

1.0 1I 

2 II 
2.1 II 

106 

106 

106 

IO~ 
lOS 

"otor appear5 to bt' 
1'10.-..1 ...cept for 
aarglnal In~ulatlo" 
r~., Ista'lee. 



TABlE 1. (continued) 

de TOIl Innlsl'l/lfO Idlng Insulation Reshtill"lCe 
DeYlce Test Reslst~e IriKe Current 

I6eft':.ifluU.. Polilt---- Induc::t~e Capac 1 tMCe (o"s) ~,. ( aowps) i Wire 0'-5 Results 

[A,.'I 
(COlttt~) 

1-10 14.OS rE lit 
1 kHz 

IIA 
f 

ro >2.0 II 108 

j 

1-45 81 !III 
It I IdIz 

IIA ~5 
I 

2.1 II loS 

I-55 14.l rE It IIA 55 >2.0 II 108 
1 tH.l 

O'-IIA TI-T2 12.12 .. 
lit 120 III 

4.W: 11 
\ 

2.0 II 108 ~tor winding appellrs 
to be goo1I. II Ind Ing 

TI-Tl 

fl-n 
12.21 .. 
It 120 III 
12.50 .. 

4.~ 

4.W: 

rz 
T3 

2.0 II 

l.O II 

lrfl 

108 

Insull1tl.. aPPears 
good but ...y be 
dirty. 

1-55 
It 120 Hz 

l.U II 107 IIA 1 2.4 II 108 
55 5.20 II 109 

1-45 l.to IIA 45 1.21 II 19: 

ClD 
6H-6O IIA at 

60 
2.3 II 

8 It 
108 
1 

115-'100 .10 
n-12 lll.4 .. 21.1 

IA 
12.3 All." .. II 

10 
n 

7.8 II 
'1.17 II 

108 
10' 

~tor is good. An 
open circuit exist 

It 120 Hz ICross ..t res 1 iIIId 
n-n 114.8 l1li 21.1 1l.8IVI._ .. T2 t2 6.48 II 1011 60. 

T2-n 
It 120 III 
118.1 l1li 
at Iztt III 

21.1 n.1A/2.lA .. Tl 
i 
Tl 5.1 II 1011 

l-tO Open IA 1 
60 

1.2 II 
2.6 II 

19: 
I 

1-10 Open IIA 10 2.6 II 108 
1-45 
1-55 

0.01 
Open 

IIA 
!IA 

45 
55 

1.2 II 
4.4 II 

108 
108 

.e-'1 TI-TZ 58.6 .. 
It 120 liz 

8.58 Tl 4.5 II 1011 ~tor appears to be 
good. 

n-n 
J2-U 

60.3l1li 
at 120 liz 
56.8 .. 

8.5' 

8.58 

T2 
'{ 

il 

1.0 II 

1.4 II 

1011 

1012 
It 120 Hz 

1-60 

1-70 
1.' IIA 

IIA 

1 
60 
10 
44 

hlflnity 
Inf1nlty 
Infinity 
1.0 II .08 

~.;v:_"",. 



TABLE 1. {continued} 

Dewice 
Identiricat ion 

Test 
Point Inductance ta2acftance 

de 
Resistance 

lo.....sl 

TOR 
Trace 
NUllber 

Inrush/Holding 
Current 
(llIIps) 

Insulation Resistance 

Wire ohms Results 

'I:) 

Rt-Wl 
(continued) 

1IOl-Y211 

4 .... 45 
44-46 
55-56 

1M-1m 

19A-198 

Tl-TZ 

Tl-T3 

rZ-13 

1-60 

1-10 

1-45 

1-55 

140 .H 
at 1 kHz 

439 ... 
at 1 kHz 
442 ... 
at 1 kHz 
449 ... 
.t 1 kHz 
15 .H 
at 10 Hz 
-
16.H 
at 120 Hz 

Z9rtfat 
1 kHz 

11.:J rtf. at 
1 kHz 

25 rtf at 
1 kHz 

2.03 

Open 

Z.Z 

101 

100.8 

101 

1.11 

Open 

. 1.18 

Open 

NA 
NA 
NA 

NA 

NA 

NA 

NA 

NA 

NA 

45 
46 
55 
56 
1M 
188 
19A 
198 

11 

TZ 

13 

1 
60 
10 

45 

55 

1.0 l{ 

1.0 x 
2.0 x 
Z.O x 
Z.O x 
Z.O x 
Z.O l{ 

Z.O l{ 

2.0 l{ 

2.0 x 

Z.O x 

2.0 x 
2.0 x 
2.0 x 

Z.O x 

Z.O x 

108 
108 
108 

Ig:
1 
Ig:
1 
108 

108 

108 

108 

108 
19: 
1 

108 

108 

""tor appears to be 
good. 

CR[Jl-SrOl A-I 

B-1 

C-N 

AA-N 

BD-N 

CC-I 

22ZI1H 
at 120 Hz 
22311H 
at 120 Hz 
222 IIH 
at 120 Hz 
ZZI IIIH 
at 120 Hz 
224 IIH 
at 120 Hz 
22211H 
at 120 Hz 

1.89 

7.81 

1.90 

1.89 

1.81 

7.87 

NA 

NA 

NA 

JIJA 

JIJA 

NA 

Stator lfIPears to be 
good. 

CR~-ST35 A-Je 

a-N 

C-N 

213 IIH 
at 120 Hz 
210 IIIH 
at 120 liz 
210 iliff 
at 120 Hz 

7.91 

7.91 

7.90 

IIA 

NA 

NA 

A-Grd. 1 II 1011 Stator appears 
good. 

to be 



TABLE 1. (continued) 

de TOR Inrush/Holding Insulation Resistance 

Dnlce Test Res !stance Trace Current 


Identiftcat 10ft Point Inductance Caeacitance (01RS~ (!!!!!s) ~ ollis Results~ 

CRII'I-ST35 
(continued) 

M-I 

B8-1 

(C-II 

213 lit! 
at 120 Hz 
210 ... 
at 120 Hz 
210 ... 
at 120 Hz 

7.88 

7.89 

7.89 

NA 

NA 

IIA 

CRIJI-STSO A-II 

B-II 

(-II 

214 ... 
;at 120 Hz 
214 ... 
at 120 Hz 
214 ... 
at 120 Hz 

7.97 

7.98 

7.116 

IIA 

IIA 

NA 

A-Grd. 1 II 1011 Stator appears to be 
good. 

All... 213 ... 
-at 120 Hz 

7.95 IA 

.... 
0 

18-11 

,,-II 

217 lit! 
at 120 Hz 
214 ... 

-at 120 Hz 

7.96 

7.97 

IA 

IIA 

CRIJI-ST62 A-JI 

1-11 

C-I 

All-I 

88-11 

(C-II 

212 ... 
at 120 Hz 
210 ... 
It 120 Hz 
208'" 
It 120 Hz 
212 ... 
It 120 Hz 
210'" 
at 120 Hz 
208 ... 
at 120 Hz 

553 nf at I kIIz 

59.7 nF at I kIIz 

58.8 nf at 1 kHz 

54.5 nf at 1 kHz 

55.9 nf at 1 kHz 

57.9 ~ at 1 kHz 

7.98 

7.96 

7.95 

7.94 

- 7.94 

7.93 

IA 

IA 

IA 

IA 

IA 

NA 

A-Grd. 13 It 109 Stator appears to be 
good. 

(RIJI-ST63 A-II 

B... 

(-I 

""-II 

222 ... 
at 120 Hz 
221 ... 
at 120 Hz 
219 lit! 
at 120 Hz 
222 lit! 
at 120 Hz 

139.1 nF at 
10 kHz 
138.8 nF at 
10 kHz 
139.2 nF at 
10 kHz 
136.7 nF at 
10 kHz 

8.05 

8.06 

8.06 

8.08 

IIA 

IIA 

IA 

.A 

A-Grd. 4 It 1011 Stator appears to be 
good. 



TABLE 1. (continued) 

de TOR Inrush/ito 101 ing Insul.tlon Reststance 


l)ewt.ce T~t ResIstance Trace Current 

ResultsIUlliber lIire olJDsIclentif ication PoInt lflductance Capac i tan~ ~o/asl ~""sl 

CRIlt-STfi3 
(continued) 

88-1 221 lilt 137.5 rtf at 8.08 IIA 

at 120 Hz 10 kHz 


CC-I 220 lilt 137.8 rtf It 8.09 IIA 

It 120 Hz 10 kHz 


A-GrcI. 2 II 1012 Stltor appelrS to ~ 
CII"'·ST64 A-I 221l1li 137 rtf It' 7.95 IIA 

good.at 120 Hz 10 II:fIz 
8-11 218 ... 137.2 rtf at 7.97 IIA 

at 120 Hz 10 kHz 
C-II 217 ... 13'.2 rtf at 7.94 IIA 

It 120 Hz 10kHz 
AA-I 221 ... 134 rtf at 7~94 IIA 

at 120 Hz 10 kHz 
88-1 217 l1li 139 rtf It 7.94 IIA 

It 120 Hz 10 kHz 
C(-II 217 l1li 135.9 rtf It 7.97 IIA 

at 120 Hz 10 kHz 

1011IIA A-GrcI. 10 II Stltor appears to beCRIlt-STfi5 A-II ' Z211111 137 rtf at 1.91 
good.It 120 Hz 10 kHz 


1-11 218 l1li 131.2 rtf It 7.94 IIA 

at 120 Hz 10 'kHz 


C-II ., 217 ... 136.2 rtf It 7.90 IIA 

It 120 Hz 10'1I:Hz 


M4t 221 l1li 134 rtf at 1.91 IIA 

It 120 Hz 10'kHz 


8B-1 218 l1li 139 rtf It 1.92 IIA 

at 120 Hz 10kHZ 


CC-II 217 lilt 139.5 rtf at 1.96 IIA 

It 120 Hz 10'kHz 


IIA A-GrcI. 1.2 1I 109 Stator <lPlM!ars to beCRII'I-ST66 A-I 216 l1li 131.6 rtf It 7.83 

---II1IIII1II_--_.-- G 

good.at 120 Hz 10kHz 
8-1 214 ... 136.5 rtf It 1.85 IIA -

at 120 Hz .10 II:Hz(-. 213 ... 131.0 rtf It 7.88 IIA 
It 120 Hz 10 kHz 

M-II 217 ... 136.6 rtf at 7.87 ItA 
ilt 120 Hz 10kHz 

88-11 214 lilt 136.4 rtf at 1.86 IIA -;-
! 

It 120 Hz 10 kHz 
CC-II 213 lilt 131.1 rtf at 7.85 IIA 

at 120 Hz 10 kHz 

J ________---'-.~~--._,___ .. ....--.--------L---___, 
Ii I __ 13 , 

http:l)ewt.ce


_c ""~,,~,,,-~--.-.... ...-"""-~~--"'"'".. -.....,-- -,....."'-..-. 

TMlE 1. (continued) 

de TOR Inrush/lIoldtng Insulation Resistance 

Dnlce Test Resistance Trace Cun-ent 


I 41!11tlficatt on Point Incb:tance Caeacitanee tohlsl NUlilber {alllPs~ Wire Results~~ 

CRDlt-ST67 A-II 

.... 
209 ... 
at 120 Hz 
205'" 
at 120 Hz 

134.3 nF at 
10 kHz 
133.2 nF at 
10 kHz 

7.93 

7.93 

ItA 

ItA 

A-Grd. 6.8 II 1011 Stator appears to be 
good. 

C-II 203 ... 135.8 rtf it 7.M ItA 
at 120 Hz 10 kHz 

AA-II 207 ... 131.8 rtf at 7.95 ItA 
at 120 Hz 10 kHz 

88-11 205'" 
at 120 Hz 

134.8 rtf at 
10 kHz 

7.95 ItA 

CC-II 203 ... 134.0 nf at 7.93 ItA 
at 120 Hz 10 kHz 

(RIIt-ST68 A-I 

.... 
217 ... 
at 120 Hz 
218 ... 

139.5 nF at 
10 kHz 
138.8 nf at 

7.8 

7.8 

IIA 

IIA 

A-Grd. S.O II 109 Stator appears to b~ 
good. 

at 120 Hz 10 kHz 
C-II 217 ... 138.8 rE at 7.9 ItA 

at 120 Hz 10 kHz 

... 
N 

AA'" 

88-11 

214 ... 
at 120 Hz 
218'" 

169.0 rE It 
10 kHz 
168.7 rE at 

7.9 

7.8 

ItA 

loA 
at 120 Hz 10 kHz 

CC-II 216 ... nO.Srtf at 7.8 IIA 
at 120 Hz 10 kHz 

OlMoST69 A-II 

.... 
229 ... 
at 120 Hz 
226 ... 

169.0 rE at 
10 kHz 
165.0 nF at 

8.0 

8.0 

IIA 

IIA 

A-Grd. S.2 K 10iO Stator appears to"be 
good. 

e-II 
at 120 Hz 
225 ... 
at 120 Hz 

10 kHz 
167.6 rtf at 
10 kHz 

B.O ItA -. 
AA-II 229 ... 166.0 rtf at 8.0 IIA 

at 120 Hz 10 kHz 
II... 225 ... 167.5 rE at 8.0 cllA 

It 120 Hz 10 kHz 
c, CC-II 225 ... 

It 120 Hz 
166.5 nf at 
10 kHz 

8.0 ItA 

•• Effective series resistance .easured It 10 kHz • 

III. Effective series resistance .eISUred It 120 kHz. 

c. Equlvale-! series resistance. 

;'--':",,~." 



TABLE 2. LIST OF DEVICES TESTED 


Device Tag 

AH-LS-5006 

AH-LS-S007 

AH-LS-S008 

AH-EP-S037a 

AH-EP-S040a 

AH-KS-S037a 

AH-KS-S040a 

AH-V6a 

AH-V74a 

NM-PS-4174 

NM-PS-417S 

RCS6-PSl 

RCS8-FSl 

RCS9-FSl 

RC60-LS 1 

RC60-LS2 

RC67-VS2 

RC-67-VS3 

RC-67-VS4 

RC-P-1A 

RC"'!P-2B 

RC pump backstop
lube oil pump
Motor 2-1A-l 

Elevation 
Type of Device (ft) 


GEMS level switch 306 


GEMS level switch 306 


GEMS level switch 306 


ASCO solenoid valve 342 


ASCO solenoid valve 342 


NAMCO limit switch 342 


NAMCO limit switch 342 


Valcor solenoid valve 322 


Valcor solenoid valve 322 


SOR pressu~e s~itch' 349 


SOR pressure switch 349 


Barksdale pressure switch 322 


M&M flow switch 322 


M&M flow switch 322 


SOR level switch 322 


SOR level switch 322 


Robertshaw vibration switch 322 


Robertshaw vibration switch 322 


Robertshaw vibration switch 322 


Allis-Chalmers. 9000 hp, 322 

6900 V ac ind~ction motor 


Allis-Chalmers. 9000 hp, 322 

6900 V ac induction motor 


1/2 hp, 480 V aCt 

3-phase. induction motor 


13 




, 
, ,f TABLE 2. (continued) 

Elevation 
Device Tag Type of Device (ft) 

RC pump backstop 1/2 hp, 480 V ac 322 
lube oil pump 3-phase, induction motor 
Motor 2-1S-1 

RC-P-1A backup 10 hp, 230 Vdc 322 
oil 11ft pump shunt-wound motor 
motor 

/ 	

RC-P-2B backup 10 hp, 230 Vdc 322 
011 11ft pump shunt-wound motor 
motor 

CA-V1 a Motor operated valve 324 

CF-V1Aa Motor operated valve 308 

NS-V100a Motor ope,rated valve 319 

RC-Vla Motor operated valve 357 

WDL-V271 a Motor operated valve 318 

CRDM-ST01 CRD stator 345 

CRDM-ST35 CRD stator 345 

CRDM-ST50 CRDstator 345 

CRDM-ST62 CRD sta~or 345 

CRDM-ST63 CRD stator 345 

CRDM-ST64 CRD stator 345 

CRDM-ST65 CRD stator 345 

CRDM-ST66 CRD stator 345 

CRDM-ST67 CRD stator 345 

CRDM-ST68 CRD stator 345 

CRDM-ST69 CRD stator 345 

CRDM-API-Ol CRD position indicator 345 

CRDM-API-35 eRD position indicator 345 

14 




TABLE 2. (continued) 

Device Tag 

CRDM-API-50 

CRDM-API-62 

CRDM-API-63 

CROM-API-64 

CRDM-API-65 

CRDM-API-66 

CRDM-API-67 

CRDM-API-68 

CROM-API-69 

a. Class lE equipment. 

Type of Device 

CRD position indicator 

CRD position indicator 

CRD position indicator 

CRD position indicator 

CRD position indicator 

eRD position indicat~r 

eRD position indicator 

eRD position indicator 

eRD position indicator 

Elevation 

(ft) 


345 


345 


345 


345 


345 


345 


345 


345 


345 


The level switches are constructed of stainless steel with a magnet
equipped float that moves along the unit stem as collection tray levels 
change. A glass-enclosed, hermetically ,sealed reed switch installedw1thin 
the unit·s stem actuates when influenced by the magnet. Each switch 1s 
electrically connected to a NEMA,4 terminal box mounted on the side of the 
aircooler, as shown in Figure 2w 

AH-LS-5007 and -5008 exhibited a circuit resistance of 1.30 and 
1.81 ohms, respectively. These values ar:e in close agreement with the ca 1
cu1ated maximum circuit resistance of approximately 1.45 ohms. Likewise, 
the measured inductance for the devices of 84 and 81 l1H compare well with 
the estimated value of 89 l1H. The calculated values are based on an 
AWG 12 soft. drawn copper conductor with a 3/64-in. thick insulation and a 
cable pulled length of 442 ft. 

15 




______ 

Penetration R506 

I , CRAP r-------, 
: DA·14 o--.... - ...~-...;.----_!_-rf_~---------_t_..., I 
r--------------·, 

I 
I 
I I 

I 
II 

I I 
r II CRB2A 
: DA·15 I IL ______.... JI 
I 
I 	 AH·LS·5008 
I 
I 
I 
I 

DA.17 o-_.j-_~I__.....;;c;.;.R.;.;.A.;.;.p--......I.-+_+_--------+-..-----l-.... 
, 	I 


I 

I 


, 
I 
I 
I 

CRB3A 
DA·16 

I'

.I I 

I 

, I 
I 
I 

... J ! 
AH·L5-5007. 

I CRAP 	 r-------, 
: DA·11o--~--~~--------------~--~+_--------------------~~ I 
I 	 I 
I 	 I 
I 	 I 
I 	 I 

I 
, 

CRB4~ 	 i
I 

: 	 IDA·18 o---+----+--+---~.;.-.......---_+_--t_+-------------..;_.....
L.. _____________ i 	 I. ________ JI I 	 I I 

Panel 25 	 AH·LS·5008, 

INEL22&47 

Figure 1. Interconnection wiring dhgram ofAH-LS-SOO6. -5007. and -5008. 
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Conduit hub for 
ohtcttlOI' conn~ctlcn 
(1/2 In.) 

L.evel Switch L.S-950 

(stainless steel)-----. 


Normally open 

Normally closed 

(float shown at actuation) -~~-; 


INEL22859 

Figure 2. Mounting detail of AH-LS-5006. -5007. and -5008. 

, 
17 
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AH-LS-5006 exhibtted an abnormally high circuit dc resistance of 
554 ohms and inductance of 126.4 mHo The high resistance condition was con
firmed by the TDR measurements shown in Figure 3 and is located at the 
equipment-end of the cable. The TOR trace also indicates a capacitive ele
ment at the termination, a condit'jon which could be attributed to a wet or 
grossly corroded switch contact. The high resistance presented by AH
LS-5006, however, was not high enough to trip the associated annunciator 
circuit. 

The TDR traces of AH-LS-5007 and -5008, shown in Figures 4 and 5 
respectively, conform with the trace characteristic of a low resistance at 
cable termination. The measurements did not reveal any cable damage. The 
insulation resistance measurements on Circuits AH-LS-5006, -5007, and -5008 
did not reveal any insulation breakdown. 

Solenoid Valves 

AH-EP-5037 and -5040 are ASCO Model HT8331A45 solenoid valves. These 
valves are actuating pilots for reactor building Purge Valves AH-V2B and 
-V3A, respectively. AH-KS-5037 and -5040 are NAMCO Severe Environment limit 
switches used for position indication of Purge Valves AH-V:'S and -V3A. Two 
limit switches are provided on each purge valve. Both the solenoid valves 
and limit switches are designed to operate after being subjected to a maxi
mum environmental condition of 286°F, 60 psig, 100% relative humidity and a 
total integrated dose of 2 x 107 rads. The devices have been extensively 
used for reactor building purging since the accident. Both solenoid valves 
and 1imit switches are Class lE. Figure 6 shows the devices interconnection· 
wiring diagram. 

Solenoid Valves AH-EP-5037 and -5040 and ~heir associated limit 
Switches AH-KS-5037 and -5040 were subjected to both static and dynamic 
tests. The insulation resistance of the circuits under test are all in the 
range of 3 to 5 x 108 ol1l1s. Because the branch circuits were not isolated 
from the circuit under test, other static test .data were obscured. 
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INEI.. 2 2874 

Figure 3. Pre-9ross~decontam1nationTDR trace'of AH-LS-5006. 

Figure 4. Pre-gross-decontamination TDR trace of AH-LS-5007. 
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Figure 5. Pre-gross-decont~inat.ion TOR ,~race. ofAH-LS-500B. 
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Figure 6. Interconnection wirtng diagram of purge Valves AH-V2A, -V28,
and -V36. 
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The dynamic test of the solenoid valves disclosed a holding current of 
about 0.2 amp. This value is within the design values of 0.225 amp based 
on 120 V ac, suggestin9 that the solenoid valves are operating normally. 
The dynamic test also revealed that the "OPEN" limit switch of AH-KS-5040 
was not operating. The other limit switches (AH-KS-5037 and the "CLOSED" 
switch of AH-KS-5040) r~~oonded when their respective butterfly valves were 
operated. 

AH-V74 and -V6 are VAL COR nuclear solenoid valves. Both valves are 
Class lE equipment but were not LOCA qualified at the time of their manu
facture. AH-V74, shown in Figure 7, is the pilot valv~ for the LOCA dampers 
in the reactor building. AH-V6is a cont~inment isolation valve in the 
reactor bul1ding pressure instrument line. Both valves are powered by a 
120 V ac source and have an internal rectifier for thedc solenoid coil 
operat10n. A typical solenoid valve cross-section is shown in Figure 8. 
They are equipped with aNEMA 4 enclosure and a Class H coil. Each valve 
has two sets of SPST reed limit switches used for posit1on indication. All 
the components of the solenoid valves are designed for environmental condi
tionsof 286°F, 100% relative humidity, 53.2 psig, 7.5 x 106 rad/h, and 
total integrated dose of 2.8 x 107 rads. Figure 9 shows the solenoid 
valves' interconnection wiring diagrams. 

AH-V74 was subjected only to a dynamic test. The attempt to perform 
the static test was cancelled due to high radiation and gross contamination 
in the test area. In the test. the inrush and holding currents were both 
measured at 1.1 amperes--less than the 1.5 amps maximum design. 

AH-V6 was tested statically and dynamicaLly. The static measurement 
was made with the valve closed. As expected. the eve (closed when valve is 
closed) limit switch was closed and had a measuredc1rcu i t resistance of 
1.28 ohms--a value compatible w,ith the cable pulled length of approximately 
348 ft. It was also observed that, the evo (closed when valve is open) limit 
switch was closed and had a circuit resistance of 3.55 ohms. The dc resis
tance across the rectifier-coil circuit was much higher than expected. This 
discrepancy was later traced to. the magnitude of the excitation signal of 
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Figure 7. Installat10n of AH-V74. 
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Figure 8. Cross·sect10n of a typical VAL COR solenoid valve. 
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Figure 9. Interconnection wiring diagram of solenoid Valves AH-V6. -Y6l,
-Y63. and .. Y71. 
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the measuring instrument, which was insufficient to cause the rectifier 
diodes to conduct. The TOR traces shown in Figure 10 disclosed no cable 
fault. 

The dynamic test on AH-V6 proved that the valve is operational. The 
measured inrush and holding currents were 0.5 amp--1ess than the maximum 
specified operating value of 1.5 amperes. It also confirmed the anomaly in 
the eva limit switch. The switch, normally open when not under the influ
ence of a magnetic field, did not respond when the valve was cycled. The 
eve limit switch responded properly to the valve stem movement. Analysis 
of the eva limit switch indicates that the contacts may have welded 
together. 

Pressure Switches 

Pressure Switches NM-PS-4174 and -4175 are used in the reactor building 
nitrogen system to monitor the nitrogen manifold pressure. They actuate an 
alarm when the manifold pressure is outside the operating range. They are 
mounted on Instrument Rack 432 as shown in Figure 11 and their interconnec
tion wiring diagram is shown in Figure 12. Both pressure switches are 
force-balance piston-actuated assembl,ies made by Static-a-Ring. This type 
of switch is comnonly used in other nuclear plants 'in, both 1E and non-1E 
class applications. A cutaway view of a typical unit is shown in Figure 13. 

NM-PS-4174 and -4175 were statically tested in their lias is" state. 
Pressurization of the' system to actuate the devices was not permitted due 
to the 'unknown condition of the remainder of the system. Both devices have 
indicated that their respective contacts are closed as determined by the de 
resistance measurement and confirmed by the TOR trace shown in Figure 14. 
The circuit de resistance of 2.05 ohms hin agreement with the expected· 
maximum value of 2.33 ohms that corresponds to the cable pulled length. The 
TOR test also confirms the location of the low resistance point to be at the 
device-end of the cable. 
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Figure 10. Pre-gross-decontamination TOR traces of AH-V6 circuit. 
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Figure 11. Instrument Rack 432 showing pressure Switches NM-PS-1454,
-4174. and -4175. 

28 




.....__ IT3528C • 
CAP I

I 
I 

.1 NM·PS·4175 I 

I 


~~~-+~--~--------~~-------+--~~------~B·8 

_-..,.--e-;--lor-_+-_C_D_3_A_......,..._____~__,~!"'""_--__oB.19 

IT549C 
-

1 NM·PS·4174 

L __ ---' 

Instrument Rack 432 Penetration R506 Panel302B 

iNEL22848 

i Figure 12. Wiring diagram of NM-PS-4174 and -4175. 
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Figure 13. Cutaway view of a Static-a-Ring pressure switch. 
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Figure 14. Pre-grass-decontamination TOR trace of NM-PS-4174 and -4175. 
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During the test, the known system pressure was 0 psig. At this pres
sure, the conta(~ of NM-PS-4174 should have been open and NM-PS-4175 closed. 

As expected, NM-PS-4175 was closed since its setpoint is 150 psig on 
increasing pressure. NM-PS-4174 has a setting of 1.65 psig on increasing 
pressure and resets at 1.5 psig on decreasing pressure. The condition of 
NM-PS-4174 implies that it is either out of calibration or its contact is 
fused closed. Insulation resistance and TOR measurement disclosed no insu
lation breakdown on either the cable, termination, or the switching 
elements. 

Reactor Coolant Pump Motor Switches 

RC56-PS1, RC58-FS1, RC59-FS1, RC60-LS1, and -LS2 are part of the reac
tor coolant pump Motor RC-P-1A lube oil instrumentation and provide input 
to the unit computer. RC56-PS1 is a Barksdale sealed piston pressure switch 
that furnishes the permissive signal when the oil lift pump discharge pres
sure is adequate for the operation of the reactor coolant pump motor. 
RC58-FS1 and RC59-FS1 are flow switches made by McDonnell and Miller and are 
actuated by a paddle device. RC58-FS1 monitors the oil flow through the oil 
cooler and RC59-FS1 monitors th~ oil flow to the backstop. RC60-LSl and 
-LS2 are Static-O-Ring pressure switches used as level switches to monitor 
the oil level in the upper reservoir. Each level switch has two sets of 
SPOT switching elements. RC60-LSl actuates on high level and RC60-LS2 actu
ates on low level. The lube oil instruments are electrically connected to 
the unit computer interface cabinet by Cables H1901 and H291I, as shown in 
Figure 15. Cables H291I and H1901 are constr~cted as follows. They are a 
6-pair, 17 AWG stranded conductors, insulated with silicon rubber,. twisted 
in pairs, and jacketed with asbestos braid. 

RC56-PS1, RC58-FS1, RC59-FS1, RC60-LS1. and -LS2 were statically tested 
using one procedure. The dc resistance, inductance, and capaCitance 
measurements across the switch contacts revealed that RC58-FSl is open and 
RC56-PS1, RC59-FS1, RC60-LS1, and -LS2 are closed. The dc resistances of 
5.02 to 5. 17 ol1ns measured on the "CLOSED" switches agree closely with the 

expected maximum value of 5.14 ohms. 
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Figure 15. RC-P-1A lube oil instruments interconnection wiring diagram. 
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The closed state of RC56-PSl and RC59-FSl is as expected--1nd1cative 
of their normal state. The closed contacts of RC60-LSl and -LS2 indicate 
that both devices are in the alarm state, signifying a high and low 011 
level condition in the RC-P-1A motor upper reservoir. Obviously, the two 
alarm conditions cannot occur simultaneously, implying that one or both of 
the level switches must be indicating incorrectly. The lack of information 
on the true status of the oil level precludes the positive identification 
of the faulty device or devices. 

The open state of RC58-FSl indicates there is oil flow through the oil 
cooler. However,since there was no oil flow_when the me~surement was made, 
the switch should have been closed. The open state of the device implies 
that it did not return to its normally closed position or a high resistance 
buildup occurred on the switching element contacts. 

The TOR measurements made on each pair of wires shown in Figures 16 
through 20 exhibited an unexpected impedance mismatch somewhere in the 
middle of Cable H291I. The pattern of the mismatch appears to be charac
teristic of a wet ca',lp.. The traces also showed the entire length of 
Cable H291I. Tne pattern of th6. ~orresponding termination of each wire pair 
supports the data on the dc resistance measurements. 

The insulation resistance measurements which were ,obtained using a low 
excitation signal instrument (Fluke 8050A) measured a l.ow of 1.3 megotrns to 
a high of 8.57 megotrns. These values were considerably lower than expected 
notwithstanding the fact that a low excitation voltage of approximately 
1.63 Vwas used. It appears from the iosulationresistance and TOR ~ata 


that the insulation may have suffered a fault,suCh as:water leaching 

through the insulation. 


Vibration Switches 

RC67-VS1, -VS3, and -VS4 are vibration switches mounted on reactor 

coolant pump Motors RC-P-1A. -lB, and -2B, respectively. The vibration 

switches are Robertshaw Model 366. They actuate when subjected to 
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F1gure 16. Pre-gross-decontamination TOR trace of RC56-FS1. 

Figure 17. Pre-gross-decontamination TDR trace of RCS8·FS1. 
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Figure 18. Pre-gross-decontamination TOR trace of RC59-FS1. 
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Figure 19. Pre-gross-decontaminat10n TOR trace of RC60-LS1. 

Figure 20. Pre-gross-decontamination TOR trace of RC60-LS2. 
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abnormally h1gh v1brat10n. When actuated, the devices are mechanically 
latched 1n the tr1p pos1t10n unt11 released by an 1ntegral 125 V dc-operated 
reset mechan1sm. The vibration sw1tches are electr1cally'connected to the 
associated RC pump motor sw1tchgear by the same control cables used for the 
motor start perm1ss1ve c1rcuit. These c1rcuits are shown 1n Figures 21, 22, 
and 23. 

The test of vibrat10n Switches RC67-VS1. -VS3, and -VS4 1ndicated a 
very high electr1cal noise existed on the circuits. However, the available 
data indicated that Sw1tch RC67-VSl suffered a break in 1ts reset coil cir 
cuit as proven by the dc resistance of 9.8 x 107 ohms. The test data also 
showed that RC67-VSl was in the tripped state as indicated by the short 
circuit across Wires A3VSP and A3VS. 

The data obtained on RC67-VS3 and RC68-VS4 1ndicate that both devices 
are operational. Both were found in their normal state, operated when ener
gized, and had holding currents of 133 rnA and 180 mAo The measured holding 
currents differ slightly from those .xpected from the measured dc resistance 
of 1150 and 1044 ohms and the coil rat1ng of 14 W. The difference may be 
attributed to the measurement techniqua and level of accuracy. 

Reactor Coolant Pump Motors 

Reactor coolant pump Motors RC-P-1A and -28 are 3-phase, 6900 V ac, 
9000 hp induction motors manufactured by Allis-Chalmers. A typical reactor 
coolant pump motor installation and 1ts environmental cond1t10ns are shown 
in Figure 24. These motors are equipped with a set of wye-connected current 

. transformer~ (CT) used 'in the motor differenthl current protection circuit
,.; ~ '~ ':' ',:,' .' ; . '!; " ;; .'j' 

and two sets of current and potential transformers (PT) used for powermon1;' 
toring. Each motor feeder has two parall~l SOO,MGM cables per phase•. Fig.. 

• uras 	25 and 26 show t~e intercQnne'ctiPrt wi.ring Idiagra~$ of RC-P-1A and, -2B. 
respectivelY.Bothmoto~s exp~rienceda high vibration when operated 
during the acc1dent recove;ry. : 

37 




I 
j
I 

e.9 kV switchgear 2-1, 

rC H85C ) r-C H07C ) rC H338C)

I-1\ A3VSP 

:;: 
I A3VS X A 
XA3TVR 

, \ 

I , 
< XA3VSN 

, 
1 J 

V V V ...... 
Vibration switch Terminal box IRCe7.vSl ,- He7 

Penetration 
R405 

".. ETB5-8 

~ ETB6-11 

.... ETB7-8 

_ ETB5-12 

unit 1-3 
IHEL22841 

Figure 21. Interconnection wiring diagram of RC67-VS1. 

-{ H146C ) -{ H144C) rC H349C ) 

"B3VSP r- I 1\ 
~~~~+-B-3-V-S--~~~)/~------~~X~·--------~-o_ETB~4 

~ ETB8-11 

~ Y V,
r-4t__ot-t'+-B.. ..... f+-------t_.o'" ETB7·83-TVR-+--I-+'-t-------+--+
)1" 'r 
~ l B3VSN '" ~..... ot-t"'-t/---...o.t-! ........ "'..,---..........-+"'+~-----+--o_ ETB5-12 
-

Vibration switch 
RC67·VS3 

Terminal box 
H144 I 

Penetration. 
R508 , 0.9 kV Iwltchgear 2-2, 

unit 2-3 
IHEL22M 

Figure 22. Interconn.ction wiring dhgram of RC67;'YS3. 


38 




rC H4e)C ) -{ H44C) rC H327C.)

I- ,J\ A4VSP 1\, 
" XA4VS 1\, , J 

A4TVR I 1\, , 
I A4VSN I 

ETB3-4 
.L 
T ETB8-11 

"" ETB5-e

< ETB5·12
V V V 

i... 

I 
I 

Vibration Iwltch Terminal box 
RC67·VS4 H44 

Penetration 
Re)15 6.9 kV Iwltchgear 2-1, 

unit 1·4 

INEL22842 

Figure 23. Interconnection wiring diagram of RC67-VS4. 

INEL22695 

Figure 24. Relctor coolant pump1ns1de O-Ring B. 
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Figure 25. Interconnection w1r1ngd11grilll of RC-P-1A motor. 

40 

-----.------_.-_...... 

*$" au 4 _w;; .s;m Xl ~ 9$ _ J 4; Ai&MXA )£44&$4$$& 

http:I1~A-+-(_H_64_P_A_)---:l.:.31
http:16T::.10


R.actor Coolant 

Pump Motor RC·P·2B 


swltc 

2·2, U 


fETB 
I 

I 


~ Cabin 
'E r-=TB 
II) I 
~I 
~UBEo TB 
U Cabin 

~nB
'E 
~I 
t::~B~ TB 
E 
8 6.9 k 

i
I 

- -L 

V6.9 k 

ETB 

h (~ Penetration 
gear aWr Hl43C) R506 r H348C)

nit 2·3 
6-~ B3CM1 I . 
6-4: I B3CM2 ~ 
6-6;:: B3CiMOETB 

UTB6-5::::: I B3C:M3 
.~"'" . "'" -::!!:-

fB1~;:: I I I R~R( 7 I I I 

et 205 H257C) R500 ~ H258C ..r-:(.;=::=, B3RC1' 

:'1 ~H255C) 1 ~ H256C)~ 
1·10 ~ I :g~RP1.! I I r 

_1·11 - . 3RP2 '-oJ * 
et~ r H266C) R504 A-< H267C) ':' 

TB 

1.7'- B3GC11 
1.8 .... I I B3GC2 r . 

I 
,.. r 
I
.. ~ 

I
.. '" 

-
!-

-I 

-if 

oCt.. !-

,.. 
~ 

'"• 

'!-

-
- I ff1H2e4C~ ~ H265CjV I 

1'1~ 3GP1 r ~ ~ 
~1 roGP2 '-oJ • 

L 

V 
'l.~, r H139PA)T3 R608 r H190P ) 1-- ----_. - _ , c-" ~_ ~_ -

+c l 41 

+B '" 
T2 I 

l 
T2 

+A ",I T1 1 
~ 

J 

/ 
T3

, 
"'" ,1 / /I D H140PA)T3 R~11 0 H191P ) . 

I T2 I 
T1 I 

--,~ T .... 

T T T 

I 

INEL22864 

Figure 26. Interconnection wiring diagram of RC-P-2B motor. 
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Reactor coolant pump Motors RC-P-1A and -2B exhibited an elevated dc 
resistance across their stator windings of 21 and 38 ohms, respectively. 
These readings, supported by the TOR measurements shown in Figures 27 
through 34 are many times higher than the measured startup value of less 
than O. 1 ohm. 

All the CTs and PTs likewise exhibited abnormally high dc resistance 
across their windings. Additionally, a differential CT winding of RC-P-1A 
showe~ an open circuit. Analysis of the test data revealed that Cir
cuit A3CMl shown in Figure 28 has a discontinuity in the vicinity of the 
reactor building electrical penetration R405. One logical explanation of 
these elevated dcresistances could be the buildup ofcopperox1de CQll)pound,s .. 
at termination and junction points; however, other causes cannot be totally 
discounted. The possible loosening of connectors when the motors were 
operating under a very high vibration level coupled with the high humidity 
environment could have eventually led to the formation of the copper oxide. 

The insulation resistance of RC-P-1A and -2B motors were also pbserved 
to be abnonnal1y low. RC-P-1A had a 2.5 megohm insulation resistance and a 
polarization index of 1.2. RC-P-2B had an insulation resistance of 10 megohms 
and a polarization index of 1.05. RC-P-1A motor had an insulation resis
tance well below the minimum requ1red for oper~t1'on of 7.6 megohms. Both 
motors, evidently, have wet and/or dirty insuhtionas evidenced by the low 
polarization index. 

Oil Pump Moto!'.!, 

Backstop lube oil Pumps 2-1A-l and 2-1B-1 are associated with reactor 
coolant Pumps RC-P-1A and -18, respectively. They are driven by 1/2 hp, 
1150 rpm, 460 V ac, 3-phase, 60 Hz induction motors. These motors were' 
operated during the accident to support reactor coolant pump operation. 
Figur~ 35 shows the equipment interconnection wiring diagram. 
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Figure ~7. Pre..gross-decontam1.naUon TDR trace of the winding of RC-P-1A 
motor. 
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Figure 28. Pre-gross-decontamination TDRtraces of the RC-P-1A 
differential current.transfonners. , . 
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Figure 29. Pre-gross-decontamination TOR trace of the RC-P-1A power
monitoring system current transformers. 

00 met.",dlvilion 

, I· ., 

00 metetlldlvilion IttI1.2 .... 

Figure 30. Pre-gross-decontamination TOR trace of .the RC-P·1A power
monitoring syst. potent1altransfonners. 
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Figure 31.' Pre~gross-decontain1nat1on TOR traces ,of the RC ..P-28 motor 
windings.' ". 
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Figure 32. 	 Pre-gross-decontamination TOR traces of the RC-P-28' . 
different111 currerittransfonners·. 
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Figure 33. Pre-gross-decontamination TDR 'trace of the RC-P-2B power
monitoring system current transformers. 

Figure 34. Pre-gross-decontamination TDR trace of the RC-P-28 power
monitoring system potential transformers. ' 
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Figure 35. 	 Interconnection wiring diagram of backstop lube oi l/pump 
Motors 2-1A-l and 2-l8~1. 
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The tests performed on RC pump backstop lube oil Pumps 2-1A-l and 
2-18-1 did not provide sufficient information to evaluate the status of the 
motors. The equivalent series resistance (ESR) was measured instead of the 
de resistance. The ESR of Motor 2-lA-l circuit varied from 10.44 to 
10.67 ki10hms while 2-18-1 had a value that varied from 77.8 to 81.8 ohms. 
These values do not correlate to the de resistance of 40 ohms made during 
the startup. The TOR traces shown in Figures 36 and 37 agree with that 
expected from a high inductance term1natton. 

The insulation resistance of both motors was unexpectedly high, approx
imately 5 x 1010 ohms for 2-1A-1 and 3.4 x 1010 ohms for 2-1B-l, while 
their polarization indexes were low, approximately 1.06 for 2-lA-l and 1.0 
for 2-18-1. These data indicate that the 1nsulatfon 15 good but could be 
wet or dirty. 

Oil Lift Pump Motors 

The backup high pressure 011 11ft pumps associated with reactor coolant 
pump Motor RC-P-1A and -28 are 10 hp, 1750 rpm, 250 V dc, Shunt-wound motors 
manufactured by Allis-Chalmers. These motors were also operated to support 
the operation of the associated reactor coolant pump motor during the acci
dent recovery. Their interconnection wiring diagrams are shown in 
Figures 38 and 39. 

60th pump motors, which had an annature dc resistance of2 oms during 
startup, exhibited an abnormally high dc resistance across the armature and 
field windings during the in situ test. RC-P·1A backup 011 11ft pump motor 
has an armature resistance of 3.86 x 106 ohms and an open circuit field 
winding. RC-P·2~ backup oil 11ft pump motor has an annature resistance of 
475 oms and field winding resistance of 230 ohms. The elevated resistance 
measured on both motors, and TDR mtasuranents shown. in Figures 40 and 41, 
confirmed that the phenomenon was located at the equipment-end of the cable 
except for the field winding of RC-P-1A backup oil 11ft pump motor. The 
discontinuity on RC-P-1A backup oil 11ft pump motor field winding was 
located in the vicinity of the reactor building penetration R400. The high 
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Figure 36. 	 Pre-gross-decontamination TOR ,traces of the windings' of RC-P-1A 
backstop lube 011 pump. 
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Figure 37. Pre-gross;'decontam1nat10~ TDR tr~ces of thew1ndings of RC-P-1B 
backstop lube 011. PIJq). , , , 
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Figure 38. Interconnection wiring diagram of RC-P-1A backup oil lift pump
motor. 
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Figure 39. Interconnectton ·w1rtng d1agr. of RC-P-2B backup oil lift pump
motor. 
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Figure 40. 	 Pre-grass-decontamination TOR signature of 'the armature and 
field windings of RC-P~lA backup oil pump motor. 

150 mtleflidlYflion 

Figure 41. Pre·gross·deco~tami"ation TDR trace~of the armature and field 
windings of RC·P·28 ,backup 011 l1ftpUtIP motor., 



resistance observed across the armature windings could be attributed to 
commutator corrosion. The field winding resistance of RC-P-2Bbackup oil 
11ft pump motor was within expected values. The high insulation resis
tances and the polarizat ion indexes of 1.0 indicate ,good but maybe wet or 
dirty insulation. 

Motor Operated Valves 

CA-V1, CF-V1A, NS-Yl00, RC-Vl, and WDL-Y271 are Class 1£ motor-operated 
valves. Except for CA-Yl, all these valves operated during and after the 
accident. CF-V1A was closed after the core flooding event and NS-V100 was 
closed after the reactor coolant pumps were shut down. RC-Vl was operated 
several times during the acc1dent to initiate the spray 1n the pressurizer. 
WOL-V27l was closed after the reactor bu11ding sump pumps were stopped. 

These valves are equ1pped with Limitorque operators that are driven by 
3-phase, 460 Vac induction motors man~factured by Re11ance Electric. The 
limit and torque switches form an integral part of the operators and have 
the same bas1c arrangement, and appl1ca~10n .. Figures 42 through 46 shoW the 
interconnect10n wiring diagrams of CA-Vl,CF-V1A,NS-V100, RC-Vl, and 
WDL-V271. Switch Contacts 3 and 7 are used for position indication. Torque 
Switch 17 opens on mechan1cal overload in the closing d1rection and is 
connected in parallel with limit switch Contact r-in-the IICLOSE" circuit. 
This arrangement makes the valve to torque-seat closed. Torque Switch 18 
opens on mechanical overload in the opening direction and is connected 1n 
parallel with limit switch Contact 5 and 

1 
in series 

i 
with Contact 4 

( 
in the 

, ; 

"OPEN" circuit. This arrangement makes the va lve posit ion-l1mited open. 
The remainder of the limit switch contacts are used for special functions. 
In addition, a SNAPLOCK switch actuated by the valve stem is used on . . .,' \ ' ,:

Valve CF-V1A for position annunciation. 

Valves CA-V1, CF-V1A, NS-Y100~ RC-Vl. and WDL-V27l were all subjected 
to static test measurements. NS-V1OO was further tested dynamically. The 
de resistances made on the valve operator drive motors agree closely with 
the values taken dur.ing the startup testing. The limit sw1tch pos1tions 
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Figure 42. Interconnection wiring d1Ig,.. of CA..'l. 
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Figure 46. Interconnection wiring diagram of WDL-V271. 
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TABLE 3. STARTING AND RUNNING CURRENTS OF NS-V100 


Test Point 

T2 
T2 
T1 
T1 
T3 
T3 

Direction 
of 	Operation 

Open
Closed 
Ollen 
Closed 
Open
Closed 

Current 
(amps) 

.Start1ng 

13.5 
13.5 
12.3 
11.4 
11. 1 
10.7 

Running 

1.8 
1.8 
1.9
1.7 
2.3 
2.3 

1ndicat1ng system. The drive 1s a 4-pole, reluctance type motor that incor
porates a special 6-phase, star-connected winding shown in Figure 48. The 
stator coils are energized by sequential programming, producing a rotating 
magnetic f1eld around the rotor assembly. This action produces rotary 
mot10n of the rollers, which rotary motion is translated into linear motion 
of the leadscrew. The reactor control rod is thereby raised or lowered, 
since 1t is mechanically connected and locked to the leadscrew. The SSCR 
drives are designed to trip whenever power to the stator is interrupted.. 	 . " , 

During such a trip, the leadscrewis disengaged from the roller nuts, allow
ing the leadscrew and control rod to drop by gravity into the reactor core 
to the full NINN position. 

The position of the leadscrew within the drive is .mon1tored b1 the 
absolute position indicator (API), wMch conshts of a network of resistors 
and equally-spaced reed switches. Figures 49 ,and 50 show the API inter
connection wiring diagrams. As the leadscrew MOves vertically within the 
drive, a magnet attached to the drive torque-taker travels with it. Move
ment of the magnet past the. reed switches causes. those $w1tches in the 
vicinity of the magnet to. close. Aft.rthe magnet has passed by a reed 
switch. the reed switch returns to tts normally open condition. The 
arrangement of the switches is such that the closure zone for each switch 
overlaps approximately one-third of the closurezo.ne of each adjacent 
switch. thereby providing approximately one-third clear zone with no over
lap. A backup is provided by separate switches that close at 0, 25, 50• 
.75. and 1001 positions. 
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Figure 47. Typic.l control rod drive mechlntsm. 
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Figure 48. Control rod drive mechanism stator typical block and con"ection 
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Figure 49. 	 Block ,diagram of It typ1cal CRDM absolute pos1t1on indicator and 
stator thermocouple circuit. 
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CROM-ST62 through 69 are ax1al power shaping rod (APSR) drive mechan1sm 
stators, and CROM-APl-62 through 69 are the correspond1ng rod pos1tion 1nd1
cators. The mechan1sms of the APSR drives and rod pos1t10n 1nd1cators are 
almost identical to those on the SSCRs. The d1st1ngu1sh1ng d1fference is 
the presence of a bu1ltin brake on the APSR drive. Whenever current to the 
stator 1s interrupted, the brake engages, thereby prevent1ng rotat10n of the 
rotor assembly and disengagement of the roller nuts from the leadscrew. 

CROMs 01, 35, 50, and 62 through 69 were all subjected to static test. 
The APSR mechanisms (CROM 62 through 69) were also dynam1cally tested. The 
stat1c test data indicate that all the stator w1ndings are apparently normal. 
Their dc res1stances are cons1stent and in the range of about 7.90 ohms. 
Although considerably higher than the designed stator phase resistance of 
5.2' to 5.82 ohms, the measured stator wind1ng resistances are reasonable 
when the res1stance drops at sp11ces and connectors on the bulkhead and the 
serv1ce structure are cons1dered. The inductances and capacitances are also 
consistent, which further supports the presumption that theCRDM stators are 
in satisfactory condition. 

The CROM pos1tion, ind1cator resistor network, shown in Figure 50, con
s 1 sts of eight 50-ohm resistors for each mechanism. The total measured 
resistance of the network was in the range of 2400 ohms. See Table 4 for 
API dc resistance data~ The resistance readings also indicate that the 
SSCRs 01, 35. and 50 are fully in and that the APSRs were 1n the 26 to 2~ 
withdrawn posit ion.· 

The thermocouples in the stators of the central control rod and 
10 per1pheral control rods were also tested. These thermocouples are 
electrically connected to Termination 

, 

Box RI39 
. 

by approximately 345 ft of 
AWG-16 1ron-constantan extension wire. The thermocouples were measured for 
dc resistance and temperature indication. The dc resistance data and the 
temperature indication are shown in Table 5. Except for Thermocouple Te2 
of CROM-22. all the thermocouples tested appear to be operational. 
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TABLE 4. 	 ABSOLUTE POSITION INDICATOR DC RESISTANCE MEASUREMENT DATA 
(ollns) 

Pin Numbersa 


Total 
Control Rod d-g e-g f-g J-H R-T 

62 602.2 653.0 2400 Open Open
63 603 Open 2402 Open Open 

64 604 Open 2401 Open Open 
65 602 Open 2402 Open Open 

66 602.4 Open 2402 Open Open
67 602.4 652.3 2385 Open Open 

68 601.2 Open 2388 Open Open
69 602.1 652.1 2401 Open Open 

01 2400 2.94 2.59 
35 2400 2. 1 .' 2.50 
50 2402· 2.02 2.54 

a. See Figure 50 for CROM wiring diagram showing pin numbers. 

The resistances are consistent and w1thin,what is expected, based on 
cable pulled length of 345 ft, extension wire double length resistance of 
0.137 ohm/ft, and resistance data of the thermocouple assembly'of,6! 
0.5 ohms (supplied by the D1amondPower Specialty Company) • Furthermore, 
the measurements of resistance taken from each lead to thes~ield verify the 
ratios of iron. constantan. and shield'resistance. The ~ssessed condition 
of the thermocouple circuits was supported by the uniformity of temperature 
measurements, wh1ch are commensurate with the condtt10n at'the stator loca
tion on the reactor vessel head. The location of the fault on the circuit 
of Thermocouple TC-2 of CRDM-22 could not,be determined by means of available 
test instruments. 

In the dynamic test of the APSRs, two rods were inserted the full 3 ft 
into the core; two of them were inserted to within about 7 in. of the full 
tlINIl pos1tton; two rods movedtn <7 tn.; and two d1d not move in at all. 

, ' 
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TABLE 5. THERMOCOUPLE LEADS RESISTANCE AND TEMPERATURE DATA 


Resistance Temperature 
'ohms} {OF} 

Control 11 C1 12 C2
Rod l1-C1 Shield Sh1e1d 12-C2 Shield Shield TC1- TC2 

30 56.66 17.50 51.85 56.59 17.33 52.14 -
64 53.47 16.85 49.31 52.88 16.55 48.87 

22 54.67 17.29 50.69 Open Open Open 

36 52.50 16.92 48.46 54.15 17.16 49.84 73 . 74 

10 52.04 16.82 47.78 52.59 16.71 48.51 73 73 

9 53.62 17.26 49.68 53.29 17.07 49.56 72 72 

3 54.53 17.36 50.19 55.45 17.42 51.07 70 71 

18 52.61 17.03 48.60 53.21 16.96 49.38 73 72 

46 54.65 17.28 50.39 55. 13 17.32 51.09 74 73 

55 53.89 17.30 49.64 54.73 17.33 50.43 75 74 

47 51.10 16.75 47.18 52.14 16.69 48.12 73 76 

a. See Figure 50 for CROM wiring diagram showing pin numbers. 

although the1r drive rotor assemblies did latch and unlatch properly and 
showed minor rotational movement. APSR 1eadscrew final positions are shown 
in Table 6. 

Post-Gross-Decontamination Experiment In Situ Test Results 

Ten of the original 43 devices have been retested. A sunmary of the 
results is shown in Table 7. Of these retested devices. none show any 
oovious effect of the gross-decontamination experiment. Level Switches AH
LS-5006 and -5008 are the only devices that exhibited a mild change. AH

LS-5006 and -5008 had initially measured circuit resistances of 554 and 
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TABLE 6. POSITION OF APSR LEAOSCREW AFTER INSERTION TEST 


Control Rod Number 
Final Leadscrew Position 

(I) Remarks 

62 5 Obstruction at 61 position 

63 19 Stuck downward and upward
direction 

64 25 No movement even at 
maximum current 

65 Fully in Obstruction at 7 to 6.5~ 
position; noisy operation 
between 18 to 15-1/21 and 
between 5 to 11 position 

66 4 Noisy operation between 
24 to 18% positions;
obstruction from 61 to 41 
positions 

67 1 Obstruction. at 25-1/2 to 
24-1/21 positions 

68 23 Stuck downward even 
maximum current 

at 

69 26 No movement even at 
maximum current 

1.81 ohms, respectively. The ret'est sho~d increased resistances of 560 and 
12.2 ohms. The change on both devices took place at the devices themselves 
as supported by the TOR measurements shown in Figures 51 and 52 (compare 
with Figures 3 and 5). Since both devices are sealed units. it is surmise.d 
that the increased resistance may be due to oxide buildup on the contact 
surface··a phenomenon that 1s not likely influenced' by the gross
decontamination experiment. It was also observed thlt the capacitive ele
ment accompanying the resistance tennination of AH-.LS-5006 15 no longer 
noticeable on the TOR shown in Figure 51. This would signify that a contlct 
suspected earlier to be wet has dried. 
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TABLE 7. SUMMARY OF POST-DECONTAMINATION TEST RESULTS 


EguiementlDevice TaS Number Test Results Remarks 


AH-LS·5006 High contact resistance 
(approximately 680 ohms)
termination appears
purely resistive 

No apparent effect 
of the gross
decon experiment 

AH-LS-5007 No change 

AH-LS-5008 Contact resistance rose 
to 12.2 oms 

AH-EP-5037 No change 

AH-EP-5040 No change 

AH-EP-5037 No change 

AH-EP-5040 No change 

AH-V6 No change 

NM-PS-4l74 ~o change 

NM-PS-4l7S No change 

CONCLUSIONS AND RECOMMENDATIONS 

Fourteen electrical components and discrete devices exhibited anom
alles, ranging from mild elevated switch contact resistance to a cata
strophic break or discont1nuity in AWG-2 and AWG-10circuits. During the 
in situ testing, only one Class lE device, -NS-V1OO,exh1bfted an anomaly--a 
discontinunity on its CLOSED indication circuit. Many of the anomalies 
observed appeared on components associated withan~ 1nthev1c1n1tyof reac

, . . . 

tor coolant pump Motor RC-P·1A. Of all the observed anoma11es, three types 
can be reasonably attr1buted to the accident. 

The h1gh resistance on the anlature of the RC·P·1A and ·28 backup 011 
11ft pump motors and the impe~ance mismatch on Cable H2911 exemplify the 
first two types of anomaHes tha~ can be attr1buted to the acc1dent. 
Buildup of copper ox1de or corr~sion on the motor commutator brushes. 
enhanced by the chemical spray during the reactor building suppress10n 
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Figure 51. Post-decontamination TDR trace of AH-LS-5006. 

Figure 52. Post-decontam1nat10nTDR trace of AH-LS-5008. 

72 




spray event may have contributed to the high armature winding resistance. 
The steam and chemical spray in the reactor building during the accident may 
have caused wetting (impedance mismatch) of Cable H291I insulation. 

The third type of anomaly that could be related to the accident is the 
discontinuity on two circuits in Penetration Boxes R400 and R40S. These 
penetrations are located at the 292-ft elevation in the southwest quadrant 
of the reactor building. These locations were in the path of the steam 
originating from the reactor coolant drain tank as it rose through the open 
stairwell. This steam could have enhanced the corrosion process on the ring 
tongue terminals used in these penetration boxes, and eventually caused the 
connectors to break away from the terminal block. 

The other anomalies are random and do not have common parameters that 
could relate to the affected devices. The causes and nature of the anom
alies observed are still being investigated, and only conjectures can be 
made, based on assumptions from test data and from events that took place 
during and after the accident. To eliminate some of the variables used in 
analysis, the next step in analyzing the anomalies is to confirm the prob
lems by physical examination where feasible. In the case of the RC-P-1A 
component problems. physical examination is not yet feasible. Expanded' 
testing on additional devices in the pu.mp area will, furt.her, investigate the 
observed commonal1ty in these components•. Also '1nclu'ded in the 1 ist' for 
expanded testing are components identical to tho~eexhibiting anomalies but 
assoc iated wi thother reactor coolant pumps and compon~mts that have c i r 
cuits using electrical Penetrations R400 .andR405.: A, partial l.ist of these 
additional components is shown in T~ble 8. 

The in situ testing program provided some clue to the actual condition 
of the circuits of the equipment tested, as'well as the locations of the 
faults. While the information gathered m~ not be conclusive, it will serve 
as good baseline data when hands-on ex~inations become feasible. 

The best w~ to evaluate the condition of a component is to subject the 
unit to a hands-on examinationi presently, this approach is seldom feasible. 
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Two devices have been removed from the reactor building for hands-on exam1
nation. These two devices, Pressure Switch NM-PS-1454 and the solenoid coil 
assembly of AH-V74, are in archival storage. Two other devices, NM-PS-4l74 
and the solenoid coil assembly of AH-V6, are scheduled for removal from the 
reactor building. The pressure switches and solenoid coil assemblies are 
basically identical. Off-site examinations will be performed in groups, 
with the grouping def1ned by the device type and make. 

TABLE 8. ADDITIONAL EQUIPMENT FOR IN SITU TESTING 

Equipment Tag Number 

RC-P-2A 

RC-P-1B backup oil 
11ft pump motor 

RC-P-2A backup 011 
lift pump motor 

RC-P-1A backstop lube 
a11 pump Motor 2-1A-2 

RC-P-2A backstop l~be,. 
oil pump Motor 2-1A-l 

RC-P-2A backstop lube 
011 pump Motor 2-2A-2 

RC56-PS6 

RC56-PS 11 

RC56-PS16 

RC58-FS3 

I 
. 
I RC58-FS5 . 


RC58-FS7 


RC59-FS3 ' 


Equipment/Description/Type 

Reactor coolant pump motor 
6900 V ac, 3-phase,
9000 hp 

10 hp, 230 Vdc 
shunt-wound motor 

10 hp, 230 Ydc 
shunt-wound motor 

1/2 hp, 480 V ac, 
3-p hase, 60, H,z motor, , 

1/2 hp, 480 Y ac" 
3-phase, 60Hz mO,tor 

1/2 hP.' 480 Vac,', 
3-phase" 60 Hz motor 

Barksdale pressure 'switch 
" : 

Barksdale pressure switch 

Barksdale pressuresw1tch , 

HUt flow switch 

M&M flow switch 

M&H flow switch 

M&M model flow switch 
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Cr1teria for Selection 

Identical to RC-P-1A 
and -28 motors 

Identical to RC-P-1A 
and -2B backup oil 
11ft pump motor· 

Identical to RC-P-1A 
and -28 backup oil 
lift pump motor 

Same area as RC-P-1A 

'Same general area as 
RC-P-1A 


Same general area as 

RC"!P-1A 


Identical to RC56-PSl 

Ident1cal to RC56-PSl 

Identical to RC56-PSl 

Ident1cal to RCS8-FSl 

Identical to RCS8-FSl 

Identical to RCS8-FSl 

Identical to RCS9-FSl 

----------,-,_... ,._----
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TABLE 8. (continued) 


Eguipment TaS Number EguipmentlDescriet1 onlTlee Criteria for Selection 


RCS9·FSS M&M model flow switch Identical to RCS9-FSl 

RCS9-FS7 M&M model flow switch Identical to RC59-FSl 

RC6O-LS3 SOR pressure switch Identical to RC6O-LSl 
and -LS2 

RC6O-LS4 SOR pressure switch Identical to RC6O-LSl 
and -LS2 

RC6O-LSS SOR pressure switch Identical to RC6O-LSl 
and -LS2 

RC6O-LS6 SOR pressure switch Identical to RC6O-LSl 
and -LS2 

RC6O-LS7 SOR pressure switch Identical to RC60-LSl 
and -LS2 

RC6O-LS8 SOR 'pressure switch Identical to RC60-LSl 
and -LS2 

RC67-VS2 Robertshaw vibration switch Identical to RC67-VSl 
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